Because of the high energy demand required to heat a production hall, the aim of this project is to find out whether it is possible to verify the heating consuming process for heating with the standard simplified calculation method [1], especially for cold regions such as Kosice (Slovakia). The energy requirement for heating a case study industrial building was evaluated using measurements and calculations. During the winter period, energy consumption was measured in the selected industrial building according to a validation standard [2] . The building is comprised of two halls. The measurements were analyzed according to the criteria used for validating residential and public buildings, with several regression dependencies taken into account in the resulting evaluation of heating energy consumption. The mathematical dependencies of measured values in real conditions are shown in this paper. In addition, the building's heating energy demand was calculated according to the Austrian standard [3] , ÖNORM EN ISO 13790, the simplified calculation method for non-residential buildings. It was investigated whether the measured values could be replicated using this calculation. It was found that the precise definition of the internal heat gains is very important.
Introduction
For decades, increasing productivity was the ultimate goal of industrial engineering. Because of additional external demands such as public pressure to minimize CO 2 emissions and rising energy costs, energy efficiency has become an increasingly important topic in industrial engineering [4] . Recently, many companies have been streamlining the economical and intelligent use of electricity and heat to reduce costs and thereby increase their competitiveness.
Despite increasingly stringent energy conservation requirements in all another sectors, new factories are only required to meet minimum pre-registered U-values of the building envelope in both Austria and Slovakia. There are no official programs in place for energy certification of industrial buildings and energy certificates are not required by law for this building type.
According to workplace regulations, specific internal climate conditions must be met. Space heating in industrial halls runs constantly in most buildings. The aim of this joint project between TU Kosice and TU Vienna was to evaluate the heating energy consumption using measurements and calculations applied to the case study of an industrial building with two production halls. The goal was to determine whether the energy consumption for heating can be approximated using the simplified method. The results will determine if the heating energy demand can be easily calculated for all new factories and renovation projects, and if the building envelope may be rapidly optimized.
The motivation of this project was the high heating energy consumption for production halls, especially in cold regions like Kosice. In Slovakia, there are no explicit heating energy measurement or calculation standards for industrial production facilities. The first part of the analysis deals with in-situ measurements in an industrial hall, applying standard Slovak heating calculations for residential buildings [5] , [6] . The intended results are to establish the mathematical dependencies of measured values in real conditions. In the second part, the heating energy demand of the building was calculated according to the Austrian simplified method of ÖNORM EN ISO 13790 for non-residential buildings.
The heating energy consumption of the selected production facilities was evaluated using measurements and calculations. During the winter period, heating energy consumption was measured in-situ in the chosen buildings. The measurements were evaluated according to criteria valid for residential and public buildings, with several regression dependencies taken into consideration in the resultant evaluation of heating energy consumption. Many calculation methods exist for measuring energy consumption of residential buildings. It is also possible to perform on-site measurements of the energy consumption of residential buildings.
Requirements for Monitoring in-Situ
Energy Consumption
The halls were monitored in compliance with the Slovak Standard, STN 73 0550 [2] . This standard outlines binding preconditions for of resulted values of energy consumption on the heat exchanger before entering into a building (usually at the base of a house). The purpose of this standard is to verify the operative energy required for all residential building types, outlining the same assumptions for internal conditions. In industrial buildings, the occupancy and uses are different. For this reason, another task was to assess the extent that the binding criteria for the energy consumption measurements are applicable to industrial factory assessments. Some examples with the analysis of energy use in industrial sector was published in [7, 8] .
Building Construction of Selected Industrial Halls
The halls were monitored within the framework of a grant research project. The investigation was conducted in one industrial building with two production halls. Each hall contains development workshops, one classified as light industrial, and the other semi-heavy industrial [9] . The main structural system of both halls is designed as steel-concrete skeleton. One hall dimension is 36 m (6 × 6 meters), with an 18m span; the overall height of the industrial building is 7 m. See Figure 1 . The hall envelope is 375 mm thick composed of "CDm" bricks and lime mortar. Glazed elements are comprised of single-paned glazed walls with wire-insert reinforcement and single paned skylights with wire-insert reinforcement, with steel framing. In one hall, the transparent constructions have a southern orientation, in the other, a northern orientation. Location plan and sections of the two industrial halls, and the data logger locations are presented in Figure 1 . The two halls are connected via an office building.
The building envelopes of the halls were reconstructed and heat energy demand calculated in the ESP-r simulation program, Figure 2. 
Monitoring Conditions
Energy consumption was monitored from December 23 rd , 2009 to January 24 th , 2010 for a total of 32 days. The halls were measured during the winter period when exterior air temperatures were below zero. This duration was chosen as standard STN 73 0550 [2] states that the measurement interval must be over 30 days. The internal and external climate parameters were recorded with average daily interior and exterior air temperatures for both halls. The interior air temperature was measured at seven heights, in the middle of the considered operation, which is not in compliance with the requirement for a sensor to measure a maximum space of 50 m 2 . Determining generally valid calculation criteria of the average daily interior temperature of an industrial hall is difficult, in view of the fact that the dynamics of the temperature parameters in the space is very high, e.g. in horizontal and vertical axes. The hall interior is shown in Figure 3 .
The total heating energy consumption measured during operation is an attempt to evaluate the validity of the binding criteria for measuring energy consumption on-site for industrial operations.
Results of Site Measurements According to the Standards
The heating energy consumption values were obtained from the Kosice heat exchanger station N.1607 and are given in Table 1 .
Calculations According to the Austrian Standards
At present, there is no regulation that requires an energy certificate for industrial buildings. Directive 2010/31/EU of the European Parliament and of the Council of 19 May 2010 requires that, "Member States may decide not to set or apply the requirements of improvement of the energy performance of buildings to the following categories of buildings:
(c) temporary buildings with a time of use of two years or less, industrial sites etc.
The heating and cooling needs of a building / building elements in Austria are calculated in accordance with ÖNORM EN ISO 13790 [3] using the monthly balance method. The energy certificate, i.e., the monthly heating demands, are required to be calculated only for nonresidential buildings listed in Table 2 .
For non-residential buildings, the heat gain from lighting is identified and separated from heat transmitted by people and equipment. Table 2 shows the typical values for the internal gain from appliances and persons, and the typical electrical lighting output for non-residential buildings following Austrian standard ÖNORM B 8110-6.
The two industrial halls were calculated following the Austrian monthly balance method using the typical values from other non-residential building types: convention centres, sports arenas, or retail.
The results are presented in Table 5 .
Evaluation of Measured and Calculated Values
The 
where a, b are regression coefficients for the equation of a linear calculation according to relations (11) and (12) from the STN 73 0550 standard (see Table 3 ). σ is a conclusive deviation of the file calculated according to the relation (13) of the standard STN 73 0550.
D per -day/degrees. Heating energy consumption for condominium storeys under standard conditions is determined for a prescriptive (directive) number of day/degrees according to the relation,
The purpose of the measurement evaluation was to compare the calculated specific heating consumption for 1 m 3 found by calculating the heating value of a built up space for the whole heating period using the climatic day/degrees of Košice D = 2834 K. The daily output is determined according to the relation: The energy consumption for heating, E 1 , is determined using 1m 3 of built up volume for one year according to the relation:
To prove measurement accuracy, the correlation index, E ED , is calculated according to relation 15 of the standard STN 73 0550 [2] . The measurement can be considered if the correlation index, I ED ≥ 0.7. The heating energy consumption measurement evaluation is given according to various intervals (per = 1, 2, 4 days) in Table 3 .
The in-situ heating energy consumption measurement can be considered proven in this given case as the correlation index, I ED , is higher than 0.7 for all reading intervals as required by the standard. The highest correlation index is for the reading interval per 4 days. This is why the data at this interval can be considered for the result of the heating energy consumption measurement evaluation for in-situ conditions.
The in-situ energy consumption measurement calculation was conducted considering various types of regression [10] . The calculations were carried out for regression shapes with the resultant coefficients a, b, eventually c. Their values are given in Table 4 .
The calculation results of the investigated industrial halls using the Austrian monthly balance method with typical values from other non-residential building types: convention centres, sports arenas, or retail is shown in Table 5 .
In the second step, the average hourly load of the used ten turning machine (10 × 400 W = 4000 W) and the heat of twenty persons (20 × 200 W = 4000 W) were assumed as internal heat gains in the calculation. Per unit area, the internal heat gains are 12.35 W/m 2 from machines, and 4.5 W/m 2 from lighting. This variant is presented in the second line of Table 5 .
Evaluating the difference in values shows that knowledge of internal gains is important for the calculation accuracy and should be defined as precisely as possible. The user profile of similar non-residential buildings can also be used as estimation in the planning phase.
Discussion of Conclusions
It is possible to consider the increase in energy consumption when reading the increasing energy consumption in-situ values, from the lowest to the highest, besides the Table 4 . Coefficients found considering regression dependences of energy consumption according to readings on individual days.
Current number
Considered regression type coefficient "a" coefficient "b" coefficient "c" Theoretically, the in-situ energy consumption calculation can be considered if the coefficients a = 0.0292. b = 0.7835 are substituted in relation (2) . Then the calculated value, E 1 = 21.6 [kWh/(m 3 .year)] may be used which is far lower energy consumption than that determined by the calculations from the standard. The monitored energy consumption from December 23rd, 2009 to January 23th, 2010 is presented in Figure 4 . Figures 5-7 show a very strong correlation between heating energy use and degree days. 
Conclusions
This investigation aimed at describing the use of heating energy and the potential heating energy savings in the industry sector, using calculations and measures in two case study halls. The location, use, and internal environment, as well as the construction details of the building play an important role in the overall energy consumption of an industry hall. These factors establish the hall designs and many of the individual factors affecting energy use. Rising energy costs forced modern industry hall design to consider energy efficiency, but no regulation currently exist with defined values for heating energy. When seeking influential energy use factors, analysis shows that heating energy use is more or less constant. If, despite that, the real increase is considered, e.g. the daily energy input increase based on measured days, then the considered regression results will be as shown in Table 4 . In calculation, E 1 , it can be stated that no considered regression shape leads to correct results, with the exception of linear ascending regression. This regression can be considered for comparison with the energy consumption calculation according to values read from the heat exchanger station.
The heating energy consumption values calculated according to the current standard, STN 73 0550 [2] , most closely correlate to the measured energy consumption values if the calculation is conducted with the aid of coefficients "a" and "b" as the product of the line gradient in the linear regression dependence considering day/degrees. No other functional dependence regression shape of the energy increase per day/degrees leads to the correct prediction of energy consumption measurement in-situ.
It is not easy to benchmark or to define 'the standard hall' because of the high diversity in the shape and type of industrial halls. There are several types of industry hall where energy use is comparable. However, variations in use and equipment type should be identified and categorized to define the regulations for heating energy consumption. Energy can also be saved by adjusting settings and better maintenance of the heating system. For evaluation of energy consumption in industrial buildings it can be multi-criterion analysis used [11] .
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